
New extension Area of extensio n 42.0 m2

FOS 2.0

Inflow to soakaway system

I360 4.890 m3

Outflow from Tank

f 4.00E-05 m3/s (Assumed soil infiltration rate TBC in due course)

(Sandy Gravel)

Soakaway dims:

L 2.0 m No. of soakaways 1 No.

W 1.5 m

Depth 1.0 m (below invert depth of inlet pipe)

As50 6.5 (50% effective depth + base area as BRE365)

Void ratio 95.0 %

Outflow from Tanks:

O360 2.81 m3

Storage required: Time to drain:

S360 2.08 m3 ts50 1.11 hours

Storage provided 2.9 m3

Critical storm = S360

Storage required = 2.08

Time to discharge= 1.11 Hours

Soakaway size proposed is satisfactory
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