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SWS MH 9251 1. This drawing is to be read in conjunction with drawing

SN 6 b Nos. FC2957/01-25.

PIL tbc

SIL  4.26 Catchpit 2. All adopted drainage and connections to the sewer

3000 CO SWS system are to be constructed in accordance with Design
and Construction Guidance/Sewer Sector Guidance

(DCG/SSQG) as stipulated by Southern Water.

\
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\
\

3. Connections to the adopted drainage system are subject
to the approval of Southern Water the Drainage Authority.
Diverted, divested, build close to/over sewers, and new
sewers are subject to SW approval. All other drainage is

N
N

~C \

> SWS MH 9254 to remain private.

AN ExSWS
AN CL 6.08 ) . )
N PIL 414 tbc — N\ 8. All pipes and fittings to be adopted, or connecting to

\\ SIL  3.88 Catchpit _ — N adopted sewers, and/or situated under highway to be
~ S000 CP SWS the - vitrified clay (min 40kN/m) to BS EN 295 & BS65 (SWS
only), or Concrete pipes to BE EN 1916 & BS5911:Part 1,
or Thermoplastic Structured wall sewer pipes to BS EN
N 13476-1-4 and WIS 4-35-01 (class 8kN/sgm), or Ductile
AN Iron BS EN 598, and be capable of withstanding 4000
AN PSI jetting pressure.

Do P U P

N 9. Cover levels shown are approximate. Covers and frames
shall be set to finished ground levels and falls. Existing
covers and frames to be adjusted to suit new proposed
’ N\ levels

. EXRWP .

~
.Z__._____________L_
/

\ 4 10. All drainage to be constructed to BS EN 752:1999 and
subject to the approval of Building Control/LPA and the
Environment Agency.

Ex FWD MH

CCTV Ref: F7

CL 5.86

IL 4.06

100/1508 VC FWD Ex FWD MH

\ CCTV Ref: F6
CL 588
L /461

\ 1008 VC FWD
SW2.1

4

CL 594tbc . .

PIL—-5.00 tbc150/100 \(/ ~/
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11. Gully and channel drain positions are liable to
amendment when the design levels have been
determined.

12. All downpipes to new dwellings are to be sealed, ie
connected directly to the stormwater drain. All downpipes
to existing dwelling are to be connected to trapped gullies.
Access points to be provided 1m above ground level for

/ /) EwgvysH 9255 external RWP's and 1m above FFL for internal RWP's.

/ X
v/ // ExG (3 CL / 587

-~ L4465 13. All below ground concrete to accord with ACEC site
/ < X
N / / ~ _ 3002 CO-SWS

classification of AC-1 - tbc refer to Geotechnical

SS GF (Sink/WC) Investigation
PIL tbe

SIL" 4.55thc
Type D MH Catchpit
SWD C250
1500 VC -

/ / ~ 5 13m A AV

~
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14. Brick Slot Channel Drains only to be used within
Courtyard Area. Aco channel drain to be K100S with
grade C250 Quicklock 'Heelguard' cast iron grating or
equivalent, where adjacent to kerbing or within pedestrian
areas. Elsewhere Aco channel drain to be Road Drain 100
SS GF (Sink/WC) TBC Class F. All channel drain outlets to have oil traps
PIL tbe

15. The Contractor should construct works in accordance with
the Local Authority specification for the works they are to
undertake.

*
X SWD MH .

CCTV Ref; S2 * N

CL 593 * N

\ CCTV Ref:F5
N CL 5.9
PIL  tbc

- IL 484tbe . ) .
> 16. Road gully pipes are to be 150mm dia. with concrete
SIL  4.63 Catchpit e < W QO
N A

surround and flexible joints, all other un-referenced pipes
are assumed to be 100mm dia.
FW min gradient - 1 in 40 (100 dia) no WC's connected
FW min gradient - 1 in 80 (100 dia) min 1 WC connected
FW min gradient - 1 in 150 (150 dia) min 5WC's
SW min gradient - 1 in 100 (100/150 dia)

I VC FWD .
1009 VC SWD'tbc . -
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™
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\ ExFWD
CCTV Ref:
. CL 6.00

* IL 4.89 tbe .

17. If any sub soil drainage systems are uncovered during the
. : > 002 VC FWD .
~ )

Works contact the Engineer for instructions. Generally
sub soil drains affected are to be diverted around new
Works and connected into the surface water drainage
system. Pipe diameters and gradients are to be

/ , SWS MH 9152 \ . & maintained.
/ Ex SWS , S

/ CL 6.0 \" o D

Q2
| / L 465 K’ YK
/ 3000 CO SWS o

18. Before commencing construction the Contractor must
check the invert levels of existing sewers to which
connections are made. In addition the Contractor must
locate and determine invert levels of the existing spurs to
which connections are proposed. Additional
spur/manhole connections are to be agreed with the
relevant adopting authority. Any discrepancies are to be
notified to the Engineer immediately, prior to construction.

. - Ex SWD MH
/ 6:0. CCTV Ref: 51 \ 7
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19. Road reinstatements are to be to the Highway Authority
approval.

—L
©
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20. No private areas are to drain onto adoptable areas and
vice versa.

21. All redundant drainage to be abandoned once the
Contractor and Client have satisfied themselves that no
connections remain live. Drains and sewers less than
1.5m deep which are in open ground should as far as is
practicable be removed. Other pipes should be sealed at
both ends and at any other point of connection and solidly
filled at intervals not exceeding 25m with Class G3 or G4).
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New RWP

SS GF (Sink)
PIL tbc

Type D MH - B125

SUBJECT TO THE APPROVAL OF:
LPA
BUILDING CONTROL/NHBC

New RWP utilis‘ugg
ExG Connecgﬁ
3

Ex GF FFL 6.20.tbc

Subject to confirmation of the following:

Site layout (based on planning dwgs)

& Site & Plot Boundaries (based on planning dwgs)
Foundations

o\ External Levels

Extent/position and nature of on/off site existing

drainage networks

SVP/SS/RWP/BIG/YG positions

A) Ex RWP

Relocated -~ Ex FWD MH

CCTV Ref: F2
CL 6.00
IL 5.33

1000 VC FWDY

New RWP utilising
Ex G Connection
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CL 6.181thc
L 5.31tbc
Type D MH - B125

/ / EXISTING DRAINAGE A
/ . . Roland Rank Center (RRC) Ex Roof and paved areas (80m?) served by RWPs and Gullys and discharges via
S positive surface water drainage system to onsite surface water sewers (SWS) N
WA . RCC foul drainage discharges via positive foul water drainage system to off site foul water sewer (FWS). A
Iy . Adopted SWS exist on site - refer to drawing FC2097/02. N
AR . Existing area noted on ADC planning website (interactive map) as being susceptible to ground water flooding. ~ ¢

Vi Ex SWD RE
CCTV Ref: RE1
/ 1500 VC SWD
New RWP utilising
Ex G Connection

vy ! New RWP utilising ™\
N +° SWS MH tbe Ex-G Connection N

, EESW;C PROPOSED SW DRAINAGE

/ L tbe . Given that the area is regarded as being susceptible to ground water flooding and that the existing surface

/ @t water drainage discharges to SWS it is deemed that soil infiltration options are not likely to be viable for the
4 proposed scheme.

/ . Proposed impermeable areas, after removing existing paved areas and replacing with gravel construction,

/ result in a reduction in impermeable areas from existing situation. Betterment through reduced impermeable

/ areas deemed adequate SuDs provision in this existing scenario.

Vi - Issued For LPA Approval 28/01/25
/ REV DESCRIPTION DATE

i’ abmh

N | / ABMH Civils Ltd

N J / 1 The Grove, Felpham, Bognor Regis, West Sussex PO22 7TEY
V4 / Mark Mob: 07761 950000

/ PROPOSED FW DRAINAGE

. Ex foul connection to FWS to be maintained, with minor alterations to existing FWD to take account of altered
internal layouts and extension.

Ex G Connection N

/
/
/
/
N .
,’Leg e n d Ex RWP utilising  ~ , / Email: mark@abmbh.co.uk / Web: www.abmh.co.uk
/
/

N d Ex SWD MH
—_ — — — = Existing Foul\Surface Sewer\drain to be retained _— — s — s — Foul Sewer/Drain —_—— — - - — Surface Water Sewer/Drain NS CCTV Ref: 83 ROWLAND RANK CENTRE

Y CL 6.10
o Rainwater Pipe '1'-5% \%‘;WD AL DWICK ROAD

] AAVISS @ Air Admittance Valve (durgo) / Stub Stack O SW Type 4 Inspection Chamber (1902 min) BOGNOR REG |S
TREmmRERRRAAmERmARs Channel Drain [ ] FW Type 4 Inspection Chamber (190& min) Sx O SW Type 3 Inspection Chamber (4504 min) WEST SUSSEX’ PO21 3QQ

RG

m Road Gully Fwx . . Proposed Impermeable Areas (Drained to SWS)
YG FW Type 3 Inspection Chamber (4500 min) Sx

] Yard Gully

RE >< Rodding Eye
g Formpave Distribution Box

FWX‘
EEEEEEEEENN Formpave FinDrain “

Existing Foul\Surface Sewer\Drain to be abandoned SVPIG @ Soil and Vent Pipe / Gully Connection

PROJECT

DRAINAGE DESIGN

SW Type 1/2 Manhole )
FW Type 1/2 Manhole DRIVEWAY/PAVING - 711m

o Back Inlet Gully

DRAWING

BIG
Vertical/Ramped Backdrop 10.000 Finished Floor Level BUILDING - 424m?

REV
1

FC2957/03

SOUTHERN WATER APPROVLS
- = o Foul Drain run suspended beneath FF slab (designed by others) TOTAL - 1135m>? . ° Build Close Agreements
(Ex 1239m? = 9% reduction in drained area) Scale in Metyrs (1/400) ° SWS Connection 5106
SVP/AAV @ Soil and Vent Pipe penetration through FF Slab (positions tbc on site) [ [ [ A\ eV ZA [ | oo Upgrade of 100 to 1500 VC connection (SW2.1)
O W 2 V 4 5 W O This drawing is produced using Autocad: Only written dimensions are to be respected

© ABMH Civils Ltd - Title to this drawing remains with ABMH Civils Ltd
Removal of this title block also removes all warranties and infringes copyright
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