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Infrastucture Drainage

PS-102

CL: 00.00
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SW Sewer & Manhole
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Offline Cellular Storage Tank
(100 Year + CC attenuation)

Highway Gully & Connection
(Gully Cover Level)
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Permeable Paving with
Tanked Sub-Base

Yard Gully & Connection
(Gully Cover Level )

Aco Channel & Gully

Dished-Channel & Gully

Permavoid Collector &
Connection
(Collector Invert Level )
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Aco

G21.85

G21.92

G22.45

G22.90

2.5m

2.5m

2.5m

2.5m

2.5m

2.5m

2.5m

Control Chamber (CC12) restricting

downstream flows to 4.2l/s via Hydrobrake

unit CTL-SHE-0084-4200-1950-4200

Offline Cellular Storage (CS01)

Storage for 100 Year + CC Event

Lowest Cover Level 23.05m

Soffit Level 21.90m

Invert Level 21.10m

240m² x 0.8m Depth (95% Porosity)

Providing a maximum of 182.4m³

Offline Cellular Storage (CS02)

Storage for 100 Year + CC Event

Cover Level 25.00m

Soffit Level 22.25m

Invert Level 21.45m

54m² x 0.8m Depth (95% Porosity)

Providing a maximum of 41m³

VC01

CL: 23.70

150Ø: 21.20

300Ø: 21.05

VC02

CL: 25.00

150Ø: 21.55

300Ø: 21.40
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PF-101

CL: 25.70

IL: 24.95

PF-103

CL: 25.60

IL: 23.95

PF-105

CL: 24.95

IL: 23.70

PF-107

CL: 24.70

IL: 23.40

PF-109

CL: 24.55

IL: 23.00

PF-111

CL: 24.25

IL: 22.80

PF-113

CL: 23.40

IL: 22.50

PF-115

CL: 23.65

IL: 22.35

PF-117

CL: 23.65

IL: 22.10

PF-119

CL: 22.90

IL: 22.15

PF-121

CL: 23.40

IL: 22.00

PF-123

CL: 23.75

IL: 21.85

PF-125

CL: 23.70

IL: 21.75

PF-127

CL: 24.05

IL: 20.70

PF-129

CL: 24.30

IL: 23.60

PF-131

CL: 24.32

IL: 23.40

PF-133

CL: 24.35

IL: 23.00

PF-135

CL: 24.40

IL: 23.70

PF-137

CL: 24.53

IL: 23.55

PF-139

CL: 24.57

IL: 23.20

PF-141

CL: 25.70

IL: 24.95

PF-143

CL: 25.25

IL: 24.10

PF-145

CL: 25.20

IL: 23.80

PF-147

CL: 24.90

IL: 23.50

PF-149

CL: 25.00

IL: 24.15

PF-151

CL: 25.00

IL: 23.50

PF-153

CL: 24.50

IL: 23.80

PF-155

CL: 24.50

IL: 21.20

PF-157

CL: 23.00

IL: 22.25

PF-159

CL: 22.90

IL: 21.80

PF-161

CL: 22.50

IL: 19.80

PF-243

CL: 22.40

IL: 21.65

PF-245

CL: 22.40

IL: 21.50

PF-247

CL: 22.22

IL: 20.00

PF-249

CL: 22.10

IL: 19.50

PF-183

CL: 24.35

IL: 22.90

PF-181

CL: 24.30

IL: 23.45

PF-197

CL: 27.70

IL: 26.65

PF-201

CL: 27.25

IL: 26.25

PF-203

CL: 27.15

IL: 24.70

PF-207

CL: 26.20

IL: 24.50

PF-209

CL: 25.60

IL: 24.75

PF-211

CL: 25.60

IL: 24.00

PF-213

CL: 25.90

IL: 23.50

PF-215

CL: 25.30

IL: 24.50

PF-217

CL: 25.24

IL: 23.50

PF-219

CL: 23.50

22.50

100Ø

@ 1:3

PF-221

CL: 24.60

IL: 23.80

PF-223

CL: 24.65

IL: 22.80

PF-225

CL: 24.35

IL: 23.35

PF-227

CL: 24.00

IL: 22.90

PF-229

CL: 24.25

IL: 22.40

PF-231

CL: 23.40

IL: 22.20

PF-233

CL: 24.35

IL: 21.05

PF-235

CL: 22.45

IL: 21.60

PF-237

CL: 22.33

IL: 20.75

PF-239

CL: 21.95

IL: 21.20

PF-241

CL: 22.15

IL: 20.25

Control Chamber (CC28)

restricting downstream flows to

7.2l/s via Hydrobrake unit

CTL-SHE-0112-7200-1920-7200
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IL:25.65

IL:25.05

IL:24.55

IL:25.30

IL:25.65

IL:23.30

IL:24.15

IL:20.85

IL:23.50

IL:24.35
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IL:23.95

IL:22.55
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PS-102

CL: 25.40

IL: 24.50

PS-104

CL: 25.60

IL: 24.25

PS-106

CL: 24.95

IL: 24.00

PS-108

CL: 24.40

IL: 23.40

PS-112

CL: 24.20

IL: 23.10

PS-110

CL: 24.45

IL: 23.50

PS-118

CL: 23.65

IL: 22.50

PS-114

CL: 23.75

IL: 22.85

PS-116

CL: 23.50

IL: 22.70

PS-120

CL: 24.30

IL: 23.45

PS-122

CL: 24.37

IL: 23.30

PS-124

CL: 24.45

IL: 23.15

PS-128

CL: 24.55

IL: 23.80

PS-130

CL: 24.57

IL: 23.50

PS-132

CL: 25.75

IL: 25.05

PS-134

CL: 25.40

IL: 24.60

PS-136

CL: 25.10

IL: 24.45

PS-138

CL: 25.20

IL: 24.10

PS-140

CL: 24.95

IL: 23.85

PS-174

CL: 25.00

IL: 24.00

PS-176

CL: 24.95

IL: 23.90

PS-172

CL: 25.00

IL: 24.25

PS-178

CL: 25.00

IL: 23.00

PS-170

CL: 25.25

IL: 23.20

PS-168

CL: 25.50

IL: 23.40

PS-166

CL: 26.15

IL: 23.60

PS-164

CL: 26.04

IL: 23.90

PS-162

CL: 25.60

IL: 24.25

PS-158

CL: 25.35

IL: 24.40

PS-160

CL: 25.50

IL: 24.80

PS-148

CL: 26.40

IL: 25.60

PS-152

CL: 26.48

IL: 25.30

PS-144

CL: 27.70

IL: 26.95

PS-146

CL: 27.25

IL: 26.55

PS-154

CL: 26.35

IL: 25.00

PS-238

CL: 25.25

IL: 23.80

PS-190

CL: 24.65

IL: 23.95

PS-192

CL: 24.60

IL: 23.85

PS-194

CL: 23.60

IL: 21.30

PS-188

CL: 24.45

IL: 23.50

PS-186

CL: 24.55

IL: 23.55

PS-182

CL: 24.60

IL: 23.85

PS-180

CL: 24.80

IL: 24.05

PS-184

CL: 24.73

IL: 24.10

PS-210

CL: 22.82

IL: 22.00

PS-208

CL: 23.00

IL: 22.25

PS-212

CL: 22.55

IL: 20.80

PS-126

CL: 23.65

IL: 22.00

PS-196

CL: 23.20

IL: 22.35

PS-198

CL: 23.00

IL: 22.05

PS-202

CL: 22.90

IL: 21.85

PS-200

CL: 22.85

IL: 22.20

PS-204

CL: 23.40

IL: 21.60

PS-206

CL: 22.80

IL: 21.20

PS-226

CL: 24.30

IL: 23.70

PS-228

CL: 24.35

IL: 23.25

PS-298

CL: 21.30

IL: 20.55

PS-300

CL: 21.30

IL: 20.20

PS-262

CL: 21.85

IL: 20.20

PS-258

CL: 22.35

IL: 21.05

PS-254

CL: 22.55

IL: 21.50

PS-264

CL: 22.45

IL: 21.65

PS-266

CL: 22.20

IL: 20.30

PS-242

CL: 24.60

IL: 23.15

PS-240

CL: 24.50

IL: 23.40

PS-244

CL: 24.25

IL: 22.90

PS-246

CL: 24.25

IL: 22.70

PS-248

CL: 23.50

IL: 22.50

PS-250

CL: 23.20

IL: 22.45

PS-252

CL: 22.80

IL: 21.30

PF-147A

CL: 24.80

IL: 22.95

PS-130A

CL: 24.75

IL: 23.30
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SB: 22.34

PF-133A

CL: 24.45

IL: 22.80

CC12

CL: 24.44

150Ø: 22.27

300Ø: 20.92

1500Ø: 20.92
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FOR INFORMATION

This drawing is for informative purposes only.

Please refer to drawing no. 20079/100S104 & 20079/111-113 for construction plans.
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Master Drainage Layout Plan

Angmering, West Sussex

Dappers Lane

GENERAL NOTES

· This drawing is to be read in conjunction with relevant architectural and engineering drawings.

· Levels indicated in blocks are Finished floor levels and are 150mm above adjacent finished ground levels

unless otherwise shown.

· Levels of the existing road at the point of tie-in with proposed site road must be checked prior to

commencement of works.

· Any discrepancies between the details shown and actual on site conditions to be reported immediately to

the engineer prior to commencement of works.

SHEET LAYOUT

(NOT TO SCALE)

The Contractor is to check and verify in conjunction with the Architects details all setting out points, building and

site dimensions, levels and sewer invert levels at connection points and ensure that they are fully conversant

with the contents and requirements of the site investigation report before work starts. The Contractor is to

comply in all respects with current building legislation, British Standard Specifications, Building Regulations

etc.,whether or not specifically stated on this drawing.

This drawing is not intended to show details of ground conditions or ground contaminants. Each area of ground

relied upon to support any structure depicted (including drainage) must be investigated by the Contractor any

areas of formation for said structures which do not accord with the anticipated conditions as described in the

site investigation report are to be immediately notified to the Engineer, where applicable. Any suspect fluid

ground or ground contaminants on or within the ground should be further investigated by a suitable expert. Any

earthworks shown indicate typical slopes for guidance only and should be investigated further by a suitable

geotechnical expert.

Where existing trees are shown to be retained they should be subject to a full Arboricultural inspection for

safety. All trees are to be planted so as to ensure they are a minimum of 5 metres from buildings and 3 metres

from drainage and services, where applicable. A foundation is to be provided to accommodate the proposed

tree planting, where applicable.

© This drawing and the building works depicted are the copyright of Banners Gate Ltd and may not be

reproduced or amended except by written permission. No liability will be accepted for amendments made by

other persons.

Minor drainage amendments to suit drainage planning officers

comments. Saddle connections serving more than one

property connected re-routed to connect directly to manhole.

Cover levels checked and corrected where required.

04/10/2021 OB
A

Minor updates following internal check. Cover levels corrected. 15/10/2021 OB
B

Minor updates to suit planners comments. Cover level PS-202

corrected.

22/10/2021 OB
C
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