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Light Spill 01 Horizontal Illuminance (lux)

PREPARED BY:

Daniel Spreadborough 
Lighting Designer 

Mob: 07925 130765 
Tel: +44 (0)1962 855080 

17-18 City Business Centre, 
Winchester Hants, 

SO23 7TA. 
e-mail: daniel@dfl-uk.com 
website: www.dfl-uk.com 

>Light Spill Diagram 01

>Indicative light spill diagram.

>Not for Construction.

>Pre-Curfew Initial light levels shown.

>Light spill diagram does not consdier blocking or shading
effects of light limiting objects and represents horizontal light
spill at ground floor level.

>Light spill diagram to be read in conjunction with the
provided lighting assessment: 2215-DFL-ELG-XX-RP-EO-13001

Isolux Contours:
5.0 Lux - Blue
3.0 Lux - Green
0.6 Lux - Cyan
0.2 Lux - Yellow

Scale 1:500 @ A0
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Land North of Water Land, Angmering 

8514842239

    Supplier

    Type

    Lamp(s)

    Lamp Flux (klm)

    Maintenance Factor

    No. in Project

         Luminaire A     

Philips

BGP703  DX10    

LED-HB 5.2S 740

  8.00

1.00

  8

         Luminaire B     

Philips

BGP703  DW50    

LED-HB 5.2S 740

  8.00

1.00

 24

         Luminaire C     

Philips

BGP702  DM32    

LED-HB 5.2S 740

  1.60

1.00

 12

         Luminaire D     

Philips

BGP702  DW50    

LED-HB 5.2S 730

  2.00

1.00

149

     Luminaire F     

AXIA 2.1 5166 8 OSLON SQUAR
E GIANT@600mA WW 727 230V...
8 OSLON SQUARE GIANT@600

mA WW 727 230V 00-36-648  [C...

  2.10

1.00
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