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risk. It is the responsibility of the applicant or their drainage designer to provide this evidence. For 

this reason, we object to the proposal, as the submission of such evidence may affect the scale and 

layout of the development. 

 

1.2. To support an infiltration-based design, winter groundwater monitoring must be undertaken to 

confirm that a minimum of one metre of unsaturated ground can be maintained between the base of 

the soakaway or infiltration structure and the peak groundwater level. Ground conditions and 

infiltration potential in Barnham are highly variable. While infiltration may be feasible in some areas, 

others experience high groundwater levels or poor infiltration rates that render it unviable. This must 

be robustly demonstrated by the applicant. 

 

1.3. If infiltration is not viable, then alternative sustainable means of draining the site are summarised as 

follows:   

  

1. Water reuse – not proposed but will not provide a full design solution and can be secured via 

condition. 

2. Infiltration – not investigated.   

2. To a watercourse – none available.   

3. To a surface water sewer/drain – private systems are known to exist in Sackville Gardens and 

Elm Grove South.   

4. To a highway drainage system – located within Barnham Road and Elm Grove South. 

Permission required from West Sussex County Council to connect but often resisted.      

5. To a combined sewer – none available.    

 

1.4. It is essential that each discharge destination is considered in strict priority order, with higher priority 

options fully explored and demonstrably exhausted before progressing to lower priority alternatives. 

Robust evidence must be provided to discount a higher priority destination. 

 

1.5. If infiltration is proven to be unviable, no information regarding alternative options has been 

submitted. The applicant would need to investigate the possibility of connecting to a private surface 

water systems in the vicinity that do not rely on infiltration. These options would require permission 

from the relevant owner in order to make a connection, and it must be ensured that a gravity-led 

solution is feasible, as the use of pumps is highly discouraged. The system must also be proven to 

be fit for purpose. 

 
 

   

1.6. The application site is in the Lidsey Wastewater Treatment Catchment Area. This catchment is the 

subject of a surface water management plan due in part to the recognised history of foul sewer 

flooding. It should be ensured that no surface water enters the foul sewer system so as not to 

exacerbate the known issue. 

 
 

2. Interception drainage 

2.1. Interception features should be included within the SuDS design, as no details have been provided 

then we are unable to assess this information. However, in recognition that the National Planning 

Policy Framework states that SuDS should be proportionate to the nature and scale of the proposal 
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we are willing to accept that the following interception features can demonstrate compliance without 

further detailed assessment. 

 

- Infiltration features designed to meet extreme rainfall standards. 

- Water butts or other means of reuse that are not designed for regular daily demand attached 

to all new downpipes. 

- Raingardens and bioretention features attached to all new downpipes. 

- Permeable surfacing. 

 

2.1. These features will not affect the scale or layout of development and as such can be secured by 

condition.  

 

3. Extreme rainfall and flooding 

3.1. There is a small pocket of surface water flooding to the rear. Although it is unlikely to interfere with 

the SuDS design given its distance from the house, it may still need to be accounted for within the 

surface water drainage strategy if it is found that surface water from elsewhere would flow to this 

area. The design must either accommodate any additional surface water volume entering the site 

from elsewhere or ensure that no SuDS features are located in this area and that site levels are not 

altered. For further guidance, please refer to our SuDS in Flood Areas document, available online at 

www.arun.gov.uk/surfacewater. 

 

3.2. At present, no modelling or supporting evidence; such as ground investigations or drainage plans 

have been submitted for engineering assessment. In the absence this evidence, we cannot assess if 

flood risk will be increased by the surface water drainage of the proposed development. Therefore, 

this application does not accord with the NPPF as set out above.     

 

4. Water quality 

4.1. Insufficient evidence of water quality benefits has been provided, and as such, Standard 4 of the 

NSfS has not been met. However, the submission of this evidence is unlikely to affect the scale or 

layout of the development. Therefore, we do not object to the proposal on these grounds, subject to 

a condition securing the provision of details demonstrating water quality benefits. 

 

5. Amenity 

5.1. Insufficient amenity benefits arising from the proposed SuDS have been identified, and therefore 

Standard 5 of the Systems NSfS has not been met. However, the submission of such evidence is 

unlikely to affect the scale or layout of the development. Accordingly, we do not object to the 

proposal on these grounds, subject to a condition securing details of amenity benefits. 

 

6. Biodiversity 

6.1. Insufficient biodiversity benefits arising from the proposed SuDS have been identified, and therefore 

Standard 6 of the Systems NSfS has not been met. However, the submission of such evidence is 

unlikely to affect the scale or layout of the development. Accordingly, we do not object to the 

proposal on these grounds, subject to a condition securing details of biodiversity benefits. 

 

7. Construction, operation, maintenance, decommissioning and structural integrity 

7.1. Insufficient information regarding the construction, operation and maintenance of the SuDS system, 

and therefore Standard 8 of the Systems NSfS.  However, in the absence of significant existing 

trees which could impact the scale and layout and location of SuDS features, most elements of this 
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Please note: My working hours are currently split between Development Management and ADC Engineers, which 
may result in extended response times. Development Management: Tuesdays and Thursdays ADC Engineers: 
Mondays, Wednesdays, and Fridays 

T:  01903 737789 
E:  kathryn.welch@arun.gov.uk  
 
Arun District Council, Civic Centre, Maltravers Rd 
Littlehampton, West Sussex, BN17 5LF 
www.arun.gov.uk 
 

       
 

 
 
 
 

From: Planning.Responses <Planning.Responses@arun.gov.uk>  
Sent: 25 February 2026 13:19 
To: Land Drainage <Land.Drainage@arun.gov.uk> 
Subject: Planning Consultation on: BN/22/26/HH 
 

To: Engineers (Drainage) 
  

NOTIFICATION FROM ARUN DISTRICT COUNCIL 

Town & Country Planning Act 1990 (as amended) 
Town & Country Planning (Development Management Procedure) (England) Order 2015  

Planning Permission for Works or Extension to a Dwelling 

Application No: BN/22/26/HH 

Registered:  24th February 2026 

Site Address: 101 Barnham Road Eastergate PO22 0EQ 

Grid Reference: 495420 104953 

Description of Works: Single storey orangery side extension. 
  

The Council have received the above application.  

Click here to view the application and documents The website is updated once a day in the evening, so you 
may need to wait until the day after this notification to view the documents. 
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Should you have any comments to make, these should be sent by replying to this email by 26th March 
2026 . You can also monitor the progress of this application through the Council web site: 

https://www.arun.gov.uk/planning-application-search 

The application will be determined having regard to the development plan policies (if any are relevant) and 
other material considerations. The development plan can be accessed via the website 
https://www.arun.gov.uk/development-plan as can information on what comments we can consider 
https://www.arun.gov.uk/planning-application-comments 

Please be aware that any comments you may make will be available on our website so please do 
not insert personal details or signatures on your reply.  

Should the application go to appeal the Planning Inspectorate will publish any comments made to the 
Council on their website:https://acp.planninginspectorate.gov.uk/ but they will protect personal details. 

When the appeal relates to a householder application there will be no opportunity to make further 
comments. 

In the absence of a reply within the period stated, I shall assume that you have no observations to make. 

Yours sincerely 

Susan Haley 

Planning Officer- Arun District Council 

Telephone: 01903 737694 

Email: susan.haley@arun.gov.uk 
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