S4

Trial Pit Soakaway Test

Location 7 Hearnfield Road, Litlehampton, BN17 7LP_ [Test No 3
Client Abbey Developments Ltd [Length of Trial Pit (m) 1.8
Job Number [23561-1-(00} Width of Trial Pit (m) 08
Date 20-Feb-12 Water level at start {mbgl) 0.94
Operator N Austin |Depih to Base of Trial Pit (m) 1.85
] Water level
Time (Sec
ime (Secs) {mbgfl) Trial Plt Soakaway Test Results
0 0.94
30 0.95 0.00
50 0.96
180 1.05
420 1.21
900 1.41
1920 1.55
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0 400 1000 1500 2000 2500 3000 3500
Time (seconds)
Results
Vp 75-25 (m3) 0.55
ap 50 (m2) 3.50
tp 75-25 (s) 2330.00 Value to be determined from graph
Infiltration Rate {m/s) §.68E-05
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S

Trial Pit Soakaway Test

Location

7 Hearnfield Road, Litlehampton, BN17 7LP _ [Test No 1
Client Abbey Developments Ltd lLength of Trlal Pit {m) 2
Job Number [23561-1-(00) Width of Trial Pit {m) 2
Date 06-Feb-12 Water level at start (mbgl) 1.1
QOperator QOlivier Gluck Depth 10 Base of Trial Pit {m) 2.2
Time {Secs) w?:s; ;?)V el
— — Trial Pit Soakaway Test Results
20 KD
30 1.i3 0.00
40 1.15
50 1.18
60 1.19
70 1.21
BO 1.21
90 1.22
100 1.23
110 i.24 0.50
120 1.24
180 1.26
240 1.26
300 1.33
360 1.37
420 1.38
480 1.41
540 1,42
6§00 1.43 1.00
900 1.53
1800 1.67
2400 1.79 —
3000 1.1 €
3600 1.93 5% ‘E’
4200 1.93 = N
4800 1.93 8 150 \
5400 1.95 [ N
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25%2.00
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3.00
0 1000 2000 3000 4000 5000
Time (seconds)
Results
Vp 75-25 (m3) 2.20
ap 50 {m2) 8.40
75-25 (s) -3060.00 Value to be determined from graph
Infiltration Rate {m/s) -8.56E-05
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S1 Trial Pit Soakaway Test
Location 7 Hearnfield Road, Littlshampton, BN17 7LP  |Test No : 2
Client Abbey Developments Ltd Length of Trial Pit (m) 2
Job Number |[23561-1-(00) Width of Trial Pit (m) 2
Date 06-Fab-12 Water level at start {mbgl) 0.92
Operator Qlivier Gluck Depth to Base of Trial Pit (m) 1.85
Time (Secs) W?::;;)VEI
Trial Pit Soakaway Test Results
10 .92
20 0.92
30 0.93 0.00
40 0.94
50 0.95
60 0.95
70 0.95
80
a0
100
110 j 0.50
120 0.97
180 0.97
240 1.00
300 1.00
360 1.03
420 1.05
480 1.08
540 1.10 1.00 "g
600 111 752,
| 900 115
| 1200 1.22 —
| 2400 1.31 E T
3000 1.40 = AN
‘ 3600 1.48 = '\
| 4800 1.52 O 150 ) -
6600 1.61 Q | _—
‘ 7200 1.51 . S
| 7800 1,63 35%
9600 1.63
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0 1000 2000 3000 4000 5000 6000 7000 8000 9000
Time {seconds)
|Resuits
Vp 75-35 (m3) 1.65
ap 55 (m2) 8.53
tp 75-35 (s) -6082.00 Value o be determined from graph
infiltration Rate {m/s) -3.18E-05
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S1 Trial Pit Soakaway Test
Location 7 Hearnfield Road, Litlehampton, BN17 7LP [ Test No 3
Client Abbey Developments Ltd Length of Trial Pit (m) 2
Jobh Number [23561-1-{00) Width of Trial Pit (m} 2
Date 06-Feb-12 Water level at start (mbgl} 0.73
Operator Qlivier Gluck Depth to Base of Trial Pit (m) 1.75
Time (Secs) W?;f:?)vel ] .
g Trial Pit Soakaway Test Results
10 0.73
20 0.73
30 0.74 0.00
40 0.75
50 0.75
60 0.76
70 0.78
80 0.83
80 0.80
100 0.80 0.50
110 0.92
120 0.94
180 0.94
240 0.96
300 0.97
380 0.98 75%
420 1.00 1.00 !\
480 1.02
540 1.06 T T S
800 1.08 —t
90D 1.13 B
1200 1.14 =
1500 1,14 =
1800 1.16 D 150
2400 1.18 o
3600 1.22
2.00
2.50
3.00
0 1000 2000 3000
Time (seconds)
Results
Vp 75-55 (m3) 0.82
ap 65 (m2) 8.30
tp 75-55 (s) -2485.00 Value to be dstermined from graph
Infiltration Rate {m/s) -3.53E-05
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S2 Trial Pit Soakaway Test
Location 7 Hearnfield Road, Littlehampton, BN17 7LP  |Test No 1
Client Abbeay Developments Lid Length of Trial Pit (m) 2
Job Number |23561-1-(00) Width of Trial Pit {m) 2
Date 06-Feb-12 Water level at start {mbgl) 1.1
Operator Ciivier Gluck Depth to Base of Trial Pit {(m) 2.1
Time (Secs) WatelrJ Itlavel
{mbah Trial Pit Soakaway Test Results
10 1.10
20 1,10
30 1.13 0.00
40
50 1,17
60
70
80
90
100 0.50
110
120
180
240
300 1.21
380 1.21
420 1.21
480 1.22 100
540 1.24 1
600 1.28 3
900 1.28 _
1200 129 % E ‘\"\
1500 1.31 <
1800 1.35 § \_"\
2400 1.40 A 190 ]
3000 1.42 ™
3600 1.49 -
7800 1.76 ~el | |
9600 1.78 =
10600 1.78 30%
11800 1.78
15400 1.82 2.00
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3.00
0 2000 4000 6000  BOOO 10000 12000 14000 18000
Time (seconds)
JResults
Vp 75-30 (m3) 1.80
ap 52.5 {m2) 8.20
tp 75-30 (s) -11800.00 Value to be determined from graph
|Intiltration Rate: {m/s) -1.86E-05
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S2 Trial Pit Soakaway Test
Location 7 Hearntield Road, Littlehampten, BN17 7LP  {Test No 2
Client Abbey Developments Lig Length of Trial Pit {m) 2
Job Number [23561-1-(00) Width of Trial Pit {m) 2
Date 0B-Feb-12 Water level at start (mbgl) 0.81
Operator Olivier Gluck Depth 1o Base of Trial Pit (m) 1.8
Time (Secs} Water level
{mbgl) Trial Pit Soakaway Test Results
10 0.81
20 0.81
30 0.82 0.00
40 0.83
50 0.83
60 0.84
70 0.85
80 0.86
90 0.89 0.50
100 0.91
110 0.95
120 0.97
180 0.97
240 0.99
300 0.9%
360 0.99 75% 1.00
420 1.00 -
480 1.00 T ——d
540 1.10 — H‘"‘\\\
600 1.1 E AU R
1500 112 £ I
1800 1,12 2.5
2400 1.15 o
3000 1.17 30
3600 1.20
4800 1.32
5400 1.32
7200 1.53
2.00
250
3.00
0 1000 2000 3000 4000 5000 6000 7000
Time (seconds)
Results
Vp 75-30 (m3) 1.78
ap 52.5 (m2) 8.16
|tp 75-30 (s} -6423.00 Value fo be determined fram graph
|intitration Rate (m/s) -3.40E-05
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S2 Trial Pit Soakaway Test
Location 7 Hearnfisid Road, Littlehampton, 8N17 7LP  |Test No 3
Client Abbey Developments Ltd Length of Trial Pit (m)_ 1.6
Job Number |23561-1-{00) Width of Trial Pit (m) 0.6
Date 20-Feb-12 Water level at start (mbgl) 0.81
Operator N Austin Depth to Base of Trial Pit {m) 1.85
Time (Secs} Wale; Itlevel -
(mbgl) Trial Pit Soakaway Test Results
10 0.80
60 0.92
120 0.93 0.00
180 1,08
1080 1.24
2160 1.44
3660 1.52
5520 1.64
8340 1.71 0.50
9000 1.85
75% 1.00 ?\
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0 1000 2000 3000 4000 5000 6000 7000
Time (seconds)
|Results
Vp 75-25 {(m3) 0.50
[ap 50 (m2) 3.25
Itp 75-25 (s) 4820.00 Value to be determined from graph
[infiltration Rate (m/s) 1,19E-05
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S3

Trial Pit Soakaway Test

Location 7 Hearnfield Road, Littlehampton, BN17 7LP | Test No 1
Client Abbey Developments Lid Length of Trial Pit (m) 1.8
Job Number  |23561-1-(00) Width of Trial Pit {(m) 0.6
Date 20-Feb-12 Water level at start {mbgl) 0.85
Operator N Austin Depth to Base of Trial Pit (m) 1.9
Time (Secs) We{l:rb'!?)vel
- — Trial Pit Soakaway Test Results
120 0.88
240 0.92 0.00
660 1,10
1380 1.23
2700 1.33
5160 1.46
7440 1.61
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8820 1.74
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0 2000 4000 6000 8000 10000 12000 14000
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Results
Vp 75-25 (m3) 0.57
ap 50 (m2) 3.50
ip 75-25 (8) 7200.00 Value to be determined from graph
Infiltration Rate {m/s) 2.19E-05
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