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I refer to your consultation in respect of the above planning application and 

would provide the following comments: 

1) Prior to the commencement of the new changing rooms, details showing 

the proposed location of [1] one fire hydrant or stored water supply (in 

accordance with the West Sussex Fire and Rescue Guidance Notes) shall 

be submitted to and approved in writing by the Local Planning Authority in 

consultation with West Sussex County Council’s Fire and Rescue Service.  

These approvals shall not be unreasonably withheld or delayed.  

 

2) Prior to the first occupation of any new changing rooms forming part of 

the proposed site that they will at their own expense install the fire 

hydrant in the approved location to BS 750 standards or stored water 

supply and arrange for their connection to a water supply which is 

appropriate in terms of both pressure and volume for the purposes of 

firefighting.  

 

3) Prior to the first occupation of any new changing rooms forming part of 

the proposed site, they will notify the West Sussex County Council’s Fire 

and Rescue Service that the fire hydrant(s) have been installed and are 

operational, to ensure that the Fire and Rescue Service are aware that the 

hydrant(s) is/are now a usable asset in the event of a fire. 

The fire hydrant shall thereafter be maintained as part of the development by 

the water undertaker at the expense of the Fire and Rescue Service if adopted 

as part of the public mains supply (Fire Services Act 2004) or by the owner / 

occupier if the installation is retained as a private network.  

As part of the Building Regulations 2004, adequate access for firefighting 
vehicles and equipment from the public highway must be available and may 

require additional work on or off site, particularly in very large developments. 
(BS9999 2017 Section 21) for further information please contact the Fire and 

Rescue Service.  
 
If a requirement for additional water supply is identified by the Fire and Rescue 

Service and is subsequently not supplied, there is an increased risk for the 

Service to control a potential fire.  It is therefore recommended that the hydrant 

condition is implemented.   

Reason: In the interests of amenity and in accordance with policy INF SP1 and 

TSP1of the Arun Local Plan 2011-2031 and in accordance with The Fire & Rescue 

Service Act 2004. 

Ian Stocks 

Water and Access Manager 
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From: Elaine Walby on behalf of Planning.Responses

Sent: 06 August 2026 16:22

To: Planning Scanning

Subject: FW: Hydrant condition - LU/252/25/RES Hampton Park Littlehampton

Attachments: HC - LU.252.25.RES Hampton Park, Littlehampton.docx

 

 

 

Arun District Council, Civic Centre, Maltravers Rd 

Littlehampton, West Sussex, BN17 5LF 

www.arun.gov.uk 

 
To register to receive notification of planning applications in your area please go to 
https://www1.arun.gov.uk/planning-application-finder 

 

 
Connect with us: Facebook  I  X  I   Instagram 

 

From: FRS Water and Access  

Sent: 05 August 2026 15:54 

To: Planning.Responses <Planning.Responses@arun.gov.uk> 

Subject: Hydrant condition - LU/252/25/RES Hampton Park Littlehampton 

 

CAUTION: This email originated from outside of the organisation. You should take extra care when clicking 

links or opening attachments - if you are unsure the content is safe contact the IT Helpdesk before clicking 

or opening. 

 

FAO:  Hannah Kersley 

 

Dear Hannah, 

 

Please find attached a planning condition for application no. LU/252/25/RES for the requirement of an 

additional fire hydrant. Currently the nearest Hydrant to these proposed properties is 550 metres away. The 

supply of water for firefighting for a commercial premises should be within 90 metres.  

 




