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Report and do not use the most 
up to date FEH rainfall data. 

data should be provided 
confidentially to 
land.drainage@arun.gov.uk 
 

5.  The proposed flow control 
device has a small orifice and 
could be susceptible to 
blockage as there are currently 
upstream inputs not filtered 
through the permeable paving. 
The mesh grill is noted and we 
would also wish to see a high 
level overflow to prevent 
flooding in the event of 
blockage. Consideration should 
also be given to filtering 
rainwater from roof areas prior 
to discharge 

The upstream drainage 
appears to be filtered through 
sustainable drainage methods 
but the perforated pipes 
through the filter drains could 
convey detritus from 
downpipes and a risk of 
blockage to the relatively small 
flow restriction (35mm) 
remains.   
Further clarification of the 
design to remove the risk of 
blockage from the flow control 
device is needed. 

   

6.  The rain gardens and filter 
drains included at planning 
stage are removed and should 
be reinstated or design changes 
justified. The roof drainage 
could also potentially be 
filtered through the permeable 
pavement foundation. 

Comment closed.    

7.  The drainage plan should 
confirm the base level and any 
base gradients within the 
porous 
attenuation foundation. 

Comment closed.    

8.  The technical design should be 
supported by drainage 

Comment closed.    
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If a designer would like a .docx version of this document to aid administration of responses, please request this by email to land.drainage@arun.gov.uk.  

 

calculations which analyse the 
system as a network including 
pipes, attenuation, flow control 
and outlet. 

9.  Water butts shown at planning 
stage are missing from the 
design 

Comment closed.    
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From: Planning.Responses <Planning.Responses@arun.gov.uk>  
Sent: 24 February 2026 14:04 
To: Land Drainage <Land.Drainage@arun.gov.uk> 
Subject: Planning Re-Consultation on: LU/266/25/DOC 
 

To: Engineers (Drainage) 
  

NOTIFICATION FROM ARUN DISTRICT COUNCIL 

TOWN AND COUNTRY PLANNING ACT 1990 

Application No: LU/266/25/DOC 

Registered:  2nd January 2026 

Site Address: Ambulance Station East Street Littlehampton BN17 6AU 

Grid Reference: 503094 102435 

Category: Discharge of Conditi 
Description of Works: Approval of details reserved by condition imposed under LU/45/24/PL relating 

to condition 18-surface water drainage. 
  

I am able to inform you that I have received an amendment to the above application dated 23rd February 
2026 relating to: Additional drainage information  

If you should wish to make further representations as a result of this amendment, please make any further 
comment by 10th March 2026. 

Click here to view the application, documents and make further comments 

Please be aware that any comments you may make will be available on our website so please do 
not insert personal details or signatures on your reply. 

Yours sincerely 

Kathryn Welch 

Planning Case Officer-Arun District Council 
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Telephone: 01903 737789 

Email: kathryn.welch@arun.gov.uk 

PLRECON_DOC (ODB) 2020 


